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Abstract: Solar photovoltaic (PV) energy has shown significant expansion on the installed capacity
over the last years. Most of its power systems are installed on rooftops, integrated into buildings.
Considering the fast development of PV plants, it has becoming even more critical to understand the
performance and reliability of such systems. One of the most common problems faced in PV plants
occurs when solar cells receive non-uniform irradiance or partially shaded. The consequences of
shading generally are prevented by bypass diodes. A significant number of studies and technical
reports have been published as of today, based on extensive experience from research and field
feedbacks. However, such material has not been cataloged or analyzed from a perspective of the
technological evolution of bypass diodes devices. This paper presents a comprehensive review and
highlights recent advances, ongoing research, and prospects, as reported in the literature, on bypass
diode application on photovoltaic modules. First, it outlines the shading effect and hotspot problem
on PV modules. Following, it explains bypass diodes’ working principle, as well as discusses how
such devices can impact power output and PV modules’ reliability. Then, it gives a thorough review
of recently published research, as well as the state of the art in the field. In conclusion, it makes a
discussion on the overview and challenges to bypass diode as a mitigation technique.
Keywords: bypass diode; partial shading; hotspot; mismatch; photovoltaic module;
mitigation technique
1. Introduction
Electric energy is considered essential to economic development, as well as the population’s
well-being. There is a strong relationship between energy resources and economic and populational
development in the world. During the 1970s, oil crises showed the world’s dependence on fossil fuels,
and, over the past two decades, the concerns were about increasing demand and declining production.
Several alternative energy sources can be used instead of fossil fuels. The decision on what type
of energy source should be utilized must consider some essential aspects such as ecological, safety,
and economics. Therefore, solar energy is frequently regarded as a promising alternative source,
considering the possibility of offering sustainability with the least damage to the environment [1].
Solar photovoltaic energy has been showing worldwide expansion over the last decades. In 2018,
the total global installed capacity reached 500 GW (Giga Watt) [2]. Most of its power systems are
installed on rooftops, incorporated into construction. The plants mounted into industrial, commercial,
and domestic buildings are known as building integrated photovoltaics (BIPVs), and they perform as
primary or supplementary source of electric power [3].
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It is even more critical to understand the performance and reliability of photovoltaics(PV) plants,
considering the fast expansion of such systems. Power generation and payback time of PV installations
depend on the electrical performance of the PV module and also on its operational lifetime [4].
Faults arising under real operations’ conditions may lead to drastically affecting the reliability and
performance of PV modules over time. Besides, the electrical performance of PV modules is limited by
some aspects, such as cells’ low efficiency, discontinuity of solar source, the unpredictability of weather
conditions, and, finally, not efficient working conditions due to electrical mismatch [5].
Electrical mismatch conditions on PV module can occur when solar cells receive non-uniform
irradiance or partially shaded, or even if there are differences between solar cells intrinsic to the
manufacturing process. Shadowing conditions is a widespread situation, especially on BIPV. Managing
the shadow possibility is a challenge for designers, once the partial shadowing problem can appear
from several sources, such as surrounding buildings, trees, antennas, poles, and dirt, for instance.
In a series-connected string of cells, all the cells carry the same current. When one or more cells
are shaded, the maximum permitted current is reduced, consequently decreasing the output power.
Moreover, the shaded cells can reach high temperatures, leading to the hotspot phenomenon and
permanent damage to the PV module [6].
There are different solutions presented for addressing this issue. The most common is to place a
diode in antiparallel to the PV cells or a substring of cells. If the current generated by one cell becomes
smaller than other cells, the current flow will find the bypass diode path [7]. Therefore, the topology of
bypass diodes, as well as the PV array arrangement, can affect the possibility of hotspot failure [8].
The reduction in the output power of PV modules due to shading and consequent reliability
issues such as hotspots have been extensively studied. Nevertheless, not much information is offered
on the reliability of bypass diodes themselves.
This paper constitutes a survey of literature and research conducted on the use of bypass diode
on PV modules over the years. The primary objective of this review study was to help understand
the shading effect and the hotspot problem, as well as the bypass diode as a mitigation technique to
the hotspot problem and power losses. A significant number of studies and technical reports have
been published to date, based on extensive experience from research and field feedbacks. However,
such material has not been cataloged or analyzed from a perspective of the technological evolution of
bypass diodes’ devices.
Thus, this paper brings an overview since the first published research about the shading effect,
the hotspot problem, and mostly about the bypass diode as a protection device to PV modules.
The work discusses the bypass diode evolution over the years and briefly discuss new mitigation
techniques as well as the used of bypass diodes on new PV modules technologies.
The paper is briefly structured as follows. Section 2 outlines the shading effect and hotspot
problem on PV modules. Then, Section 3 explains the bypass diodes’ working principle, as well as
discussing how such devices can impact power output and PV modules’ reliability. Section 4 presents
the state of the art about bypass diodes, outlining the accumulated experience within this subject.
Finally, in Section 5, the overall conclusions and future challenges are briefly discussed.
2. Shading Effect and Hotspot Problem
Since early applications of photovoltaic technology, shading conditions have been reported.
The first solar array that successfully operated was launched in 1958, onboard Earth satellite
Vanguard I [9]. Partial shading problems caused by parts of the spacecraft were first reported
in 1961 by Luft [10]. Ever since, many studies about the shading effect on PV modules have been
developed [11–14].
Shading of solar PV modules is an essential consideration in the design. The primary consequence
of shading is a reduction of power generated from the solar array. The amount of power losses depends
on the size of the shade and how it falls across the PV modules [15].
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A PV module is a series-connected string of cells, and all the cells must conduct the same amount
of current. On a shading event, even if just a few cells are shaded, these cells are also forced to carry
the same current as other cells that are receiving sunlight. Therefore, the shaded cells may become
reverse-biased. In this situation, the shaded cells behave as loads and dissipate power from the entirely
lighted cells [6]. Partial shading causes distortion on the I-V (Current versus Voltage) and P-V (Power
versus Voltage) curves of PV modules, as Figure 1 illustrates, not considering bypass diodes.
 
 
Figure 1. I-V and P-V curve of a PV module when cells are shaded without bypass diodes.
Because of the nature of electrical characteristics of solar cells, the power losses are not proportional
to the shaded areas, but greater [16]. Therefore, just a few parts of shading can drastically decrease
the performance of the entire PV system. Considering small PV plants, where there are a few or no
parallel connections, a small portion of shading can result in substantial power losses or the entire
system failure [17].
In addition to power losses, reverse-biased behavior may lead to overheating the solar cell. Thus,
and if the PV module does not have protection, the hotspot failure can arise and, in extreme cases,
the panel can get permanently damaged.
A hotspot failure is a condition characterized when a part of the cell or PV module indicates
a higher temperature than its surroundings. Typically, a hotspot arises as a consequence of power
dissipation in a reverse-biased PV cell [18].
Permanent damage can occur when a PV cell reaches breakdown voltage, defined as the maximum
allowed reverse voltage for the safe operation of the p-n junction. Reaching this voltage leads to a
massive increase of the reverse current and eventually to device destruction [19]. Figure 2 illustrates
the I-V curve of a photovoltaic cell when operating as fully illuminated and under shading conditions
until reaching a breakdown voltage.
The hotspot problem was identified early, also on the first PV module application [20,21].
Numerous studies have investigated the hotspot phenomenon and mitigations’ techniques to avoid
power losses and prevent its adverse consequences [22–26]. Based on these experiences, a hotspot
endurance test became part of the approval for types of crystalline silicon modules, according to IEC
(International Electrotechnical Commission) 61215, which verifies the hotspot tolerance by recreating
the worst expected operating conditions [27].




Figure 2. I-V curve of a PV module in a reverse bias region.
Despite all efforts to avoid the hotspot failure, it frequently occurs, leading to a decrease in the PV
modules’ lifetime [28]. To prevent the hotspot failure, usually a passive bypass diode on PV modules is
mounted. Further details on the essential theoretical background about bypass diodes as a mitigation
technique will be briefly given in Section 3.
3. Bypass Diode: Working Principle
Aiming to prevent the shading consequences, manufacturers included one or more diodes on
commercial PV panels. Bypass (BP) diodes are connected in antiparallel between a solar cell strings’
positive and negative output terminal, and generally is used for a small group of series cells [29].
Most modules intended for grid connection consists of 72–60 cells, arranged in three submodules
of 24–20 cells, allowing placement of BP diodes to each of the submodules. Therefore, in conventional
modules, part of its cells gets bypassed when a BP diode is activated. Such devices are accommodated
in the junction box on the module’s rear side [30].
If one cell becomes reversed biased, it will directly bias the BP diode. Bypass diodes perform the
function of providing a bypass path for the current flow. As the shading is removed, the cell typically
returns to the for bias state, and the diode returns to the reversed bias state. Thus, the power generated
by illuminated cells will not affected by the shading of other cells. Figure 3 exemplifies a PV module


















Figure 3. PV module with one shaded cell.
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Once bypass diodes conduct, they introduce inevitable voltage drop, may heat up significantly,
and consume power generated. Hence, it brings impact to the maximum power delivered by the
photovoltaic modules [31]. The configuration of bypass diodes on the PV modules forming part of the
array has an important influence on the possibility of hotspot presence [8].
Even with the diode bypassing a complete substring and only one failing cell, the maximum
power point (MPP) can be higher with activated bypasses. The difficulty with this approach is that the
BP diodes create multiple local MPPs, which makes it hard for the maximum power point tracking
(MPPT) to find the global MPP [7]. Therefore, distortion of the shaded I-V curve may lead to an error
in the determination of the global MPP. Figure 4 illustrates the I-V and P-V curves of a shaded PV
module with one BP diode activated (see Figure 3).
Figure 4. I-V and P-V curves of a shaded PV module with one bypass diode activated.
Comparing Figures 1 and 3, it is clear that under shading conditions the MPP is higher using BP
diodes. Nevertheless, when BP diodes are activated, the PV module presents multiple local maxima
(LM), but only one of them relates to the global maximum (GM) [32].
Overlapped and no-overlapped are two standard topologies of bypass diodes, as illustrated in
Figure 5. It is worthy of mentioning that analyzing the PV modules with overlapped configuration
is more complicated than no-overlapped because there will be a few different paths for the current
flow [33].
Moreover, both configurations should be analyzed under a shading condition, as illustrated in
Figure 6. The overlapped configuration may lead to an overcurrent situation. Increasing the output
current of a PV module is not always attractive to the power plant, once all the project is developed to
a current standard rate, and this situation may lead to negative consequences to the PV plant. Thus,
the most used BP diode configuration by the PV module industry is the no-overlapped.
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Figure 5. Standard BP diode configurations.
 
 
Figure 6. BP diodes’ configuration under shading condition.
Various BP diode topologies inside a PV module can create a different path to the current flow.
Thus, the BP diode arrangements on the PV panel may impact the voltage, current, and power
characteristics of shaded and unshaded cells, as well as the maximum power extraction of the entire PV
system. Hence, several studies have been done on the whole of the impact of BP diode configurations
on the maximum power of the PV module.
How to Choose a Bypass Diode
Considering the bypass diode working principle discussed in Section 3, the BP diode needs to be
activated even when a single cell is shaded. Ideally, the device should have forward voltage as low as
possible. Hence, the most widely used diode is the Schottky diode because of its low forward voltage.
Since the first industrial application of the BP diodes, the kind of diode mounted on the junction box
was the Schottky diode [34].
However, a lower forward voltage means a higher leakage current, raising the risk of thermal
runaway [35]. Thermal runaway occurs when BP diodes are operating on a quick switching mode,
like when the shading on the PV module is suddenly removed. The power dissipation in the reverse
bias is greater than the cooling capacity of the junction box. Therefore, the diode is subject to permanent
damage, as is consequently, the PV module [36].
To avoid the risks of permanent damage and power losses associated with the BP diode, the
correct device sizing is essential. The first criterion should be the PV module short-circuit current (Isc);
once it is the current rate the diode will conduct. Then, the maximum repetitive reverse voltage (VRRM)
needs to be considered.
The VRRM is related to the number of cells protected by the diode. For safe and efficient operation,
the BP diode must conduct when one cell is shadowed, and the shadowed cell voltage must stay
under its breakdown voltage. Thus, the maximum number of cells bridged by the one device (nmax) is
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Frequently, the junction box manufacturer is different from that of the PV module. The junction
box is not designed to one specific panel but could be used by a range of solar PV modules. Thus,
most of the used BP diodes show a VRRM = 45 V [37].
Considering the working principle and all the BP diode characteristics discussed, Section 4 will
present a comprehensive literature review of BP diode studies, summarizing the collected experience
and the state of the art within this subject.
4. Bypass Diode: State of the Art
A significant amount of published research studies have been reported in the literature about
the possibility of hotspot appearance since early applications of PV systems and the importance of
configuration of bypass diodes on the PV modules to minimize this problem.
In early steps of such studies, Baron and Virobik [38], in 1963, based on the shading problem, first
successfully incorporated a shunt diode in the Pioneer Spacecraft solar arrays. Since then, some authors
contributed to optimizing the PV module design using BP diodes as a mitigation technique for power
losses and the hotspot problem.
In 1969, Blake and Hanson [20] investigated the hotspot failure mode on space solar arrays and
suggested the use of BP diodes to avoid the hotspot phenomenon. Their conclusions were reinforced
by other authors, affirming that adding diodes increases the fault tolerance and reliability of solar
arrays [39,40]. The use of BP diodes was so far considered the best circuit design tool to reduce power
loss and hotspot problems [41].
Meanwhile, in the 1980s, a few circuit-design strategies were investigated in order to study BP
diodes’ application and reliability [42,43]. Ross [44] affirmed that it was mostly not viable to mount a
bypass diode around every cell inside the module. Therefore, a single diode should protect a series of
cells or entire panels.
An alternative approach to BP diodes was studied by Green [45], suggesting a new technique of a
BP diode integrated into the cell in its manufacturing process. In this case, each cell would have its
own integrated BP diode, and Green observed a reduction of power losses.
Other protection methods against hotspot phenomena were investigated. Larue and Trieu [21]
tried to mitigate the heating problem by increasing the number of cells in parallel but concluded that
BP diodes were better than the proposed method. Feldman et al. [13] also investigated an alternative
protection method using a “pseudo-random” interconnection scheme. They concluded that for regular
shadows in a terrestrial application, the pseudo-random interconnection scheme gave substantially
higher output than the more conventional shunt-diode methodology.
Still in the 1980s, two other studies tested alternative techniques to the shading problem. In 1982,
Cox et al. [46] explored mounting a peripheral bypass diode, aiming to reduce the PV cell reverse
breakdown. Swaleh and Green [47] incorporated a relatively low shunt resistance in the solar cell.
They concluded that bypass diodes across individual cells provide a more effective tolerance to the
effects of shadows.
Forman and Ross [48,49] performed experimental tests on terrestrial PV modules. They observed
numerous cell failures on a test PV system, and some of the PV modules did not use BP diodes, leading
them to conclude that the severity of this condition would have been limited by using protective diodes.
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Furthermore, in 1984, Shepard and Sigmura [50] discussed some BP diode configuration on a
PV module, suggesting the integration of such device to the array mounting and external to the
array configuration. They observed that the more BP diodes connected, the smaller the power losses.
Gonzalez et al. [51] compared a PV module with and without the BP diode and concluded the use of
BP diodes as a strategy for controlling the hotspot problem.
At the same time, General Electric (GE) developed a research under Jet Propulsion Laboratories’
(JPL) contract to study the design and processing techniques necessary to incorporate bypass diode
to a PV module. The study analyzed some mounting topologies for BP diodes and compared their
performance on mechanical, electrical, and thermal behaviors [34].
The report concluded that the use of BP diodes is essential to terrestrial PV arrays’ applications.
The number of BP diodes should be proportional to the PV array area, not exceeding 15 series-connected
solar cells within a bypassed group. The reliability of PV systems could reach a 20-year lifetime if
correctly designed and installed with BP diodes [52].
This study indicated the use of the junction box to accommodate the BP diodes on the PV module,
as manufacturers practice to date. The study also indicated that the cost to integrate such diodes could
raise PV module costs [53].
Since GE’s research, bypass diodes incorporated into PV modules have been manufactured and
placed in antiparallel to groups of series-connected solar cells and accommodated on the back of the
panel on a designed site to mount these devices, the junction box. Although it established a standard
technique to protect against the destructive effects of the hotspot, if shading any of these cells, BP
diode would prevent the remainder of the group from contributing to the module output power.
Likewise, the number of diodes, as well as their reliability, continued to be investigated in subsequent
years [54,55].
In 1988, Bishop [56] conducted initial experiments about the performance of PV cells under
an uneven irradiance and using BP diodes. His work described a software developed to simulate
the effects on PV module due to mismatching conditions, such as manufacturers’ mismatching or
shadowing conditions. Using the software developed, Bishop concluded that the drop in PV cell
performance due to inadequate conditions was inevitable, so the use of BP diode is essential. Further,
Abete et al. [57] employed Bishop’s method on a mismatched PV array with a BP diode to evaluate its
performance. The conclusions helped to understand when the BP diode goes into operation.
In the same year, Lashway [58] raised a discussion about specific testing techniques for PV
modules. One of these procedures was about measuring BP diodes’ current to identify a failure module.
Besides, the author pointed out the same failure types that could occur on PV modules, and the BP
diodes were responsible for 2% of the most common failures on a PV array.
During the period 1990–2005, there was no extensive research that emphasized the development
of new concepts or, at least, a new investigation on the impact of hotspots on the PV modules’ reliability.
Molenbroek et al. [22] tested PV modules’ hotspot susceptibility and concluded that the worst condition
of hotspot heating was completely shading a single cell. However, the hotspot condition can be
minimized using the BP diodes to limit the reverse bias voltage across a module to less than 1 V.
Soon after, Nabeel et al. [59,60] tested PV modules’ reliability by theoretical and experimental results.
The experiment about BP diode led them to conclude that the reliability of the module increased as the
number of shunted diodes increased.
Afterward, Herrmann et al. [25] investigated the module design regarding bypass diodes.
According to their conclusions, to avoid the overheating caused by partial shading, one single bypass
diode should protect 20 cells maximum. Quaschning and Hanitscht [61] developed a simulation
method to reproduce the solar cell I-V curve. Through this method, it was possible to study the electric
performance of a PV system under a shading condition using BP diodes. They observed that the use of
a BP diode reduced the power that would be lost with shading.
Still in the 1990s, studies comparing the application of integral diodes and conventional BP diodes
to PV modules were performed. Analyzing how many cells of a PV module protected by one single
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BP diode could be affected by shading, Bhattacharya and Neogy [23] compared the usage of integral
diodes or single diode for a group of cells. They pointed out that diodes integral with the solar cell
would be the best solution in respect to power production.
Furthermore, Roche et al. [62] compared three methods to reduce mismatch losses: The use
of integral BP diodes, series/parallel connections on the PV module, and reduced shunt resistance.
The authors settled that integral BP diodes are a viable technique to prevent hotspot and power losses
on PV systems. Furthermore, Yoshioka et al. [24] tested two PV modules, one using integral BP diodes,
and the other with conventional external bypass diode. Their results indicated that modules with
bypass diode function shown more power output and lower temperature increase when operating
under shading conditions. Also, the conclusions suggested the use of PV modules with BP diodes to
home installations.
Lastly, Danner and Bucher [26] analyzed reverse I-V characteristics of commercial cells that were
measured and the impact on power dissipation. According to the study, the number of BP diodes
in a PV panel should not be defined by the number of cells, but by the power capacity of the string
cells if they become bypassed. This work once more emphasized the importance of incorporating
bypass diodes into modules. Figure 7 summarizes in a chronological sequence the primary references
aforementioned through the 1990s.
 
 
Figure 7. Main references through the 1990s.
Other studies [63–67] show different ways to understand the impact of shading and hotspotting
as well as non-uniformity of solar irradiance on PV output power generation, while using infrared
imaging technique, which was firstly used in the field of PV installations.
The interest in understanding the impact of hotspots and shading increased as the production of
PV modules increased across the globe. In 2005, Meyer and Van Dyk [67] investigated the relationship
between the increase/decrease in the shunt resistance of PV cells and the existence of hotspots.
It confirmed along with other research, such as [68–70], that shunt resistance causes hotspots in
PV modules and the mitigation of this problem would not be merely possible by having a separate
resistance load integrated with the bypass diode junction box. The researchers affirmed it was necessary
for the use of thermography, too.
Early 2010, Simon and Meyer [71] developed a suitable method to detect and analyze the hotspots
using a unique approach. The proposed technique consisted of using infrared (IR) thermography
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to assess the heat distribution on the PV modules’ surface. Moreover, using scanning electron
microscopy, it was observed that the structural materials of the hotspotted solar cells were affected by
irreversible destruction.
Additionally, Kernahan [72] proposed a new detection and prevention method for hotspots’
mitigation in solar cells. In simple, he proposed to connect subcells that are affected by a hotspot to an
external BP diode or connect the whole substring to an external bypass diode interconnection, which
would inherit the reversed current passing thought the hotspotted string, increasing the output current
and, consequently, increasing the PV module power generation.
Until the early 2000s there was a relatively slow evolution on published research about the
BP diodes. Since then, solar PV power has emerged as a possible alternative energy source, so the
reliability of such systems has been extensively explored. Therefore, the shading problem and the
hotspot, as wells as the BP diodes and other mitigation techniques, are widely studied and will be
discussed in Section 4.1.
4.1. Recent State of the Art on Hotspot Mitigation Techniques
So far, BP diodes are consolidated as a protective device against power losses and the hotspot
problem, although some failures and losses still are observed on PV modules. Thus, research about
BP diodes continues to be developed. Recent works will be categorized into five types of research
groups: Partial Shading, Bypass Diode Topology, Field Tests, Artificial Intelligence, and New Mitigation
Techniques. Such studies are summarized in Table 1.
Table 1. Classification of reference by specific subjects.
Research Group Purpose Reference
Partial Shading
Estimate the shading effect to power
output on PV modules using different
connections of BP diode
[6,29,32,73–85]
Bypass Diode Topology
To investigate how different BP diodes
arrangements within a PV module









techniques for modelling and prediction
of the performance of PV systems
[97–108]
New Mitigation Techniques
Search for new strategies to address the
hotspot and shading problem
[7,18,109–111], [112]
The Partial Shading category revisits the effect of the shading on the PV module, as well as the
entire PV system, evaluating the power losses and the possibility for the hotspot rising. Partial shading
is a critical discussion, especially when the urban PV systems became popular. These papers raised
the demand for those studies developed in the Bypass Diode Topology category. In these studies,
the number of BP diodes mounted on a PV module, along with the arrangement inside the panel,
was extensively discussed.
Regarding the Field Tests’ category, on this research the performance of commercial PV modules
was analyzed under real conditions, and by an extended period. In this kind of research, it was possible
to identify the requirements of the PV plants, especially those related to the PV module reliability.
The Artificial Intelligence (AI) category on Table 1 refers to research that applies an AI technique
for modelling [97,98,101] PV systems and predicting their performance [102–104], especially the ones
related to analyzing shading effect [105], the hotspot problem, and the bypass diodes [106]. Using
AI techniques on this concern enables reducing experimental costs once the results can be close to
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reality. On the other hand, there will be some unpredictable situations that were not considered in
model training.
One new trend related to the BP diodes is the fault diagnosis on these devices using AI, developed
by [99,100,107,108]. This is an excellent tool for identifying defects on the BP diodes, as well as detecting
the hotspot problem. It is essential to early identify this kind of fault in order to avoid power losses,
possibly permanent damage to the PV modules, and, consequently, the PV system reliability.
Even though bypass diodes are used for protection and qualification and tests are used to reduce
cell mismatch, a few studies have reported these strategies to be insufficient for hotspot prevention.
Some authors have recently asserted the need for new mitigation techniques.
Bauwens and Doutreloigne [7] developed a smart bypass switching device, using a NDMOS
(Doubled-Diffused MOSFET). Simulations using the smart bypass, a typical BP diode, and an ideal
diode were made. The authors concluded that smart bypass was more efficient once it did not produce
heat or power losses, such as conventional BP diodes.
Kim and Krein [18] re-examined BP diodes, showing their inadequacy for hotspot protection.
The authors concluded hotspotting could lead to a second breakdown or cell encapsulant damage
and permanently degrade the PV panel or create safety concerns. The paper detailed the hotspot
conditions and how they could occur. Moreover, the research explored some hotspot preventing
methods, namely: BP diodes, active bypass switches, low reverse-breakdown voltage PV cells, and
active hotspot detection and protection. These findings demonstrated that BP diodes are more effective
at mitigating hotspots for short PV string lengths, but this is not conventionally implemented in
modern panel construction.
One of the hotspots-preventing methods studied by [18] was the low reverse-breakdown voltage
PV cells. In this regard, the SunPower® company manufactures a more shading-tolerant PV cell.
This kind of cell has a low breakdown voltage, which occurs uniformly across the cell. In a shading
situation or any other reverse-bias condition, thermal runaway is mitigated, lowering the PV cell
temperature and, consequently, avoiding the hotspot, regardless of whether or not BP diodes are
presented. However, when enough cells are in reverse bias, the cumulative power loss from the shaded
cells can exceed the power produced from the cells in forwarding bias, so SunPower includes diode
protection to enhance energy yield [113].
The lower heating on this kind of cell happens because the cell architecture places a heavily doped
positive region immediately adjacent to a heavily doped negative region evenly across the back of the
cell, resulting in a lower voltage potential for a cell in reverse bias. Additionally, SunPower® cells are
connected with a strain-relieved copper bar and six solder pads per cell. Solder joints are small, so the
mismatch from thermal expansion results in less stress in the joint [113].
Pannebakker et al. [109] proposed simulation and experiments using smart bypass diodes. They
simulated and tested various patterns of shading, using 60, 20, 12, 6, and 3 BP diodes, in order
to evaluate the decreasing power losses and heating by the BP diodes. The study concluded the
more BP diodes were used, the higher the maximum power under shading condition, creating a
more shade-resilient module. Although the proposed topology showed excellent results, the cost of
integrating this new technique was considered high.
Even though previous studies showed high costs and unfeasibility to place one diode to each cell
within the PV panel, there are some manufacturers producing modules with this kind of BP diode
topology. For instance, AE Solar® produces a specific kind of PV module, named “smart hotspot-free”,
which places one bypass diode for each cell in the module. The BP diodes are not placed on the junction
box, as traditionally installed, but on the cell interconnection, as illustrate in Figure 8.
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Figure 8. BP diodes place on each cell [114].
The manufacturers’ test showed that the cell temperature under a shading situation could fall
from 160 ◦C on conventional modules to 85 ◦C on this kind of BP diode topology. Moreover, it may
increase the module lifetime and PV installation reliability [114].
In 2017, Dhimish et al. [110,115] proposed two hotspots’ mitigation techniques, where both consist
of the integration of two MOSFETs (Metal-Oxide-Semiconductor Field Effect Transistor) connected to
the affected PV module, as seen in Figure 9a. This arrangement was tested under several environmental
conditions, where it was observed that both techniques would increase the output power of the PV
module by 1.44 W and 3.97 W, respectively.
 
 
(a)           (b) 
Figure 9. Hotspot mitigation techniques proposed by [115]. (a) First mitigation technique, where the
MOSFETs are connected across the PV strings of the PV module. (b) Second mitigation technique,
where the MOSFETs are integrated across the whole terminals of the PV module.
By contrast with Dhimish et al. [115] observations, two other researchers, [116,117], observed the
impact of the hotspots on the output power of the PV modules. It was concluded that the loss in the
output power could be as high as 15% when the hotspots are affecting various cells in the PV module.
Dhimish et al. [111] conducted another observation of the impact of the second mitigation
technique (shown in Figure 9b on the temperatures of the hotspotted solar cells. It was noticed that the
temperature of the hotspotted cells could decrease in the range of 2.7–5.7 ◦F, as shown in Figure 10.
In contrast with [111] results, it was observed by [118–121] that the hotspots’ temperature
distribution was strongly dependent on various conditions including (1) the integration of the MPPT,
(2) day-to-night temperature variations, (3) day-to-night irradiance variations, and, most importantly,
(4) the amount of partial shading affecting the hotspotted PV modules.
The up-to-date research [122–124] discussed the fact that hotspots in PV modules are likely to
occur when the PV modules are affected by cracks/microcracks. It was observed during the last three
years that many old PV modules affected by hotspots, most frequently, are affected by microcracks.
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Figure 10. Impact of hotspot mitigation technique on the hotspot temperature distribution [115].
In 2020, state-of-the-art research on the mitigation of PV hotspots using a new principle of
integrating a current-limited circuit was proposed by [112]. The integration of this circuit is not only
providing a suitable solution to mitigate the problem of hotspotting, but also eliminating the increase
of the PV cells’ temperature during partial shading scenarios. Figure 11 shows the thermal image of a
PV module, where two cells are under shading conditions.
 
 
Figure 11. Impact of hotspot mitigation technique developed by [112] on a PV module affected by two
shaded solar cells.
It was presented that after using the proposed mitigation technique, the temperature of the shaded
cells decreased equally to adjacent cells.
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4.2. Emerging Modules’ Technologies and Bypass Diode Protection Device
Up to now, the paper discussed in detail about BP diodes and shading mitigation techniques on
conventional PV modules. However, there are some emerging modules’ technologies, such as shingled
modules and half-cells modules. These devices are also subjected to shading situations and need
protection against the hotspot problem.
One of the ways to increase power density on a PV module is to improve the interconnection of
the cells, making them closer, so the area producing power is more extensive. This logic is applied
to shingled modules technology, where the cells are made from long strings of series-connected cell
strips [125]. The shingled PV modules are specially designed to connect by a bus bar, using no space
between each other, as illustrated in Figure 12.
 
 
Figure 12. Shingle PV module interconnection.
Despite the higher power capacity, this kind of module, when under a shading condition, will
face the same consequences as the conventional ones. Thus, like other PV modules’ technologies,
bypass diodes are placed in antiparallel and mounted on the junction box located on the rear side of
the module. The number of BP diodes must follow the same principles applied to conventional PV
modules [125].
Another rising technology is the half-cell PV modules. On this kind of PV module, the PV cells
are cut in half, changing the configuration of the module. The current generated by a solar cell is
proportional to the area exposed to solar irradiance. Thus, half-cells will produce half current. However,
losses due to the series’ resistance of the cell connector in a PV module are proportional to the square
of the current they conduct. So, half-cells reduce these losses substantially [126].
Half-cell modules have twice the number of cells than conventional modules. So, they require a
rearranging of the PV module layout, especially on the bypass diodes’ connections. BP diodes are
used as hotspot protection devices and are mounted on the junction box, as in conventional modules.




Figure 13. Half-cell module BP diode connections.
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Given the valuable experiences and ongoing feedback from the presented literature, the last part
of this review paper, Section 5, provides the overall conclusions and discusses the future issues about
the BP diodes and hotspot mitigation techniques.
5. Conclusions
This review paper was structured to give an overview of the bypass diode application on PV
modules. First, the partial shading effect was discussed, aiming to understand how it can lead to the
hotspot problem, as well as how it can result in power losses and I-V and P-V curves’ distortions.
Moreover, hotspots may cause permanent cell damage, and are still one of the most frequently reported
phenomena to limit module lifetime.
The primary prevention method for hotspotting is a bypass diode, wired in antiparallel to solar
cells’ submodule, and mounted on the junction box on the back of PV modules. Bypass diodes perform
the function of providing a bypass path for the current flow in case some cells are partially shaded,
avoiding the hotspot problem and increasing the MPP. However, once bypass diodes are activated,
the MPPT becomes disoriented because of the multiple peaks on the P-V curve. Moreover, when bypass
diodes conduct, they consume part of generated power, impacting the maximum power delivered by
PV modules.
Lastly, the study brings an extensive overview of all research progress on bypass diodes since its
first uses, allowing us to understand how the technology developed and advanced over recent years.
Recent research was organized into five categories, as shown in Table 1.
Partial shading concerns studies on the impact of shading on PV systems. It is an essential field of
study because it helps to clearly understand the power losses and the possible permanent damage to
the PV modules associated with shading situations. It is becoming increasingly important with the
recent growth of PV systems’ installations in urban areas. On the other hand, extensive studies have
shown that there always will be some unpredictable situations involving the shading of PV modules.
Regarding the Bypass Diode Topology category, it was subject to extensive research over the past
decades. These studies stated that the PV systems’ reliability is related to the number of BP diodes
mounted on the PV modules. The more diodes installed, the fewer power losses associated with
shading, as well as the decrease of the hotspot rising. However, increasing the number of diodes is
costly and makes the PV module arrangement complex. Thus, changing the BP diode topology has
not shown a significant increase in the PV systems’ yields. Up to now, the Schottky diode was the
most applied kind of device on the PV modules’ industry. Therefore, it is possible to conclude that this
research led us to investigate new mitigation techniques to the shading and hotspot problem.
New strategies for the shading and hotspot phenomenon, as well as the BP diodes, have been
investigated in recent studies. For instance, the studies developed by [109,111] used a smart BP diode
and a MOSFET, respectively, substituting the conventional BP diode. Both studies have proven to be
efficient in reducing the hotspot and power losses. Though, just like any new technology, most of these
studies have shown to be costly
Field Tests is an indispensable category because it analyzes the PV systems exposed to real
conditions, so its results can bring support to other researchers and adapt other studies to what issues
need to be addressed on the PV systems. However, it can be costly compared to simulation studies
and can take a longer time. The field test analyzed in the article reinforced that the BP diodes are
essential to the PV modules’ reliability, although they are devices susceptible to fails, which may lead
to consequences of power losses and the hotspot phenomenon.
Some recent researchers are applying artificial intelligence techniques on the PV systems field.
It can be used on modelling and predicting PV systems’ performance. Specifically about shading,
hotspots, and BP diodes, these studies improved detecting device faults, supports visual inspections,
and detecting shading on PV systems. It can be a helpful tool, because it enables detecting earlier
failures that can cause losses or damage to the systems. Nevertheless, there will be some situations not
predicted on the AI training.
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All these categories analyzed in this review article aim to mitigate the shading effect and the
hotspot problem. The primary strategy is using the BP diodes, as discussed before, but all studies cited
are correlated with the purpose of minimizing power losses, possibly permanent damage, and the
overall PV module reliability regarding the shading situation.
Even though bypass diodes are a consolidated mitigation technique to the shading problem, a few
studies have reported these strategies to be insufficient for hotspot prevention, especially concerning
power consumption, diodes faults, and introducing multiple peaks on P-V curves.
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